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GENERAL
INFORMATION

GI-002
 1 1/2" = 1'-0"A3 VICINITY MAP
SCALE: NONE

NORTH

INTERIOR ELEVATION MARKER

KEYED NOTE NUMBER

SHEET NUMBER

DETAIL, WALL or SECTION NUMBER

ELEVATION REFERENCE

REFERENCE NORTH (PLANS)

GRID REFERENCE

REVISION NUMBER

ROOM NUMBER

ROOM NAME

WINDOW NUMBER

DOOR NUMBER

SHEET NUMBER

DETAIL/WALL or SECTION NUMBER

GRAPHIC SYMBOLS

3

A

100
OFFICE

5

102

NORTH

3

D2

AE-501

XX

XXXXX

A

C

D

B

1 1 WALL TYPES

ROD & SHELF

TOP OF WALK
TOP OF LANDSCAPING
TOP BACK OF CURB
TOP OF MASONRY
SYNTHETIC STUCCO EXTERIOR INSULATION SYSTEM

VINYL WALL COVERING

SOUND ATTENUATION BLANKET

GAGE OR GAUGE
GLAZED STRUCTURAL UNIT

WITHOUT
WITH
WELDED WIRE FABRIC

VERTICAL
UNLESS NOTED OTHERWISE
TYPICAL
TOP OF WALL
TOP OF STEEL

SYMMETRICAL
SQUARE
SPECIFICATION

SIMILAR
SHEET
ROUND
ROOM
ROOF DRAIN

REVISION
REQUIRED
REINFORCING
RADIUS
PROPERTY LINE
PREFABRICATED
POUND
PHASE
PERPENDICULAR
PER
PENNY
OUTSIDE DIAMETER
OPPOSITE
OPENING
ON CENTER
NUMBER
NOT TO SCALE
NOT IN CONTRACT
NEAR SIDE
NATIONAL ELECTRICAL MANUFACTURERS ASSOC.
NATIONAL ELECTRICAL CODE
NATIONAL BOARD OF FIRE UNDERWRITERS
MISCELLANEOUS
MINIMUM
MECHANICAL
MAXIMUM
MANUFACTURER
LABORATORY
KIP (1,000 LB.)
INTERMEDIATE
INSIDE DIAMETER
INFORMATION
INCH
HORIZONTAL
HIGH STRENGTH BOLT
HEIGHT
HARDWARE
GYPSUM BOARD

CU. IN. CUBIC INCH

EXTERIOR INSULATION FINISH SYSTEM

FINISH FLOOR

GALVANIZED
FOUNDATION

FLUORESCENT
FLOOR DRAIN

FIRE HYDRANT
FIRE HOSE CABINET
FIRE EXTINGUISHER CABINET

FEET OR FOOT
FAR SIDE

FOOTING

ELECTRIC WATER COOLER

EXPANSION JOINT
EQUIPMENT
ELEVATION

ELECTRICAL
DRAWING

DIMENSION
DIAMETER
DIAGONAL
DEPARTMENT
CUBIC YARD

DOOR
DOUBLE

EJ /

F.H.

FTG.

GALV.
FND.

FLUOR.
FD

F.H.C.

F.F.
F.E.C.

FT. or '

EIFS
F.S.

DR

EWC

EXP. JT.
EQUIP.
EL.

ELEC.
DWG.
DBL.

DIM.

CU. YD.

DIAG.
DEPT.

CALCIUM SILICATE MASONRY UNIT

CONCRETE REINFORCING STEEL INSTITUTE

ARCHITECT OR ARCHITECTURAL

CENTERLINE

CUBIC FEET PER MINUTE
CUBIC FOOT

COUNTERSINK
CONTINUOUS
CONSTRUCTION

CONCRETE MASONRY UNIT
COMPOSITION

CLEANOUT
CHANNEL
CENTER TO CENTER

CUBIC

COLUMN

CATCH BASIN

BUILDING
BRACKET

BLOCKING

AVERAGE
ARCHITECTURAL CONCRETE

APPROXIMATE

BOTTOM

CENTER

BEAM
AT

CL

CRSI

CU. FT.
CFM

CU.

CONT.
CONST.

CSK.

C.M.U.
COMP.
COL.

C TO C

C.O.
[

BOT.

CSMU

CTR.
C.B.

BLDG.
BRKT.

AVG.

BLKG.
BM
@

ARCH.
APPROX.

AC

AMERICAN SOCIETY OF TESTING & MATERIALS
AMERICAN NATIONAL STANDARDS INSTITUTE
AMERICAN CONCRETE INSTITUTE

ABBREVIATIONS

APPROVED

ANCHOR BOLT
AMERICAN WELDING SOCIETY

ALUMINUM
ALTERNATE

ANGLE
AND

A.B.

APPD.
L
&

AWS
ASTM
ANSI
ACI
AL.
ALT.

P/L

W/O

VWC.
VERT.
U.N.O.

W/
WWF

TYP.
TOW

T.B.C.
T.O.M.
SSEIS
SYM.

T.L.
T.W.
TOS

RM

SQ. or
SPEC.

RD. or

SAB
SIM.
SHT.

REQ'D.
REINF.

R&S
RD

REV.

R

N.S.

O.D.

PREFAB.
LB. or #

PERP.
O

/
d

OPP.
OPNG.

NO. or #

N.I.C.

O.C.

NTS

MAX.

NEMA

NBFU
MISC.

MECH.

NEC

MIN.

INTER.

INFO.

MFG.
LAB.
K

I.D.

HORIZ.

HDW.
GYP. BD.

"

HSB
HGT.

GA.
GSU

STEEL

PARTICLE BOARD

ACOUSTIC TILE

GYPSUM BOARD

RIGID INSULATION

BATT INSULATION

PLYWOOD

GLASS

PLASTER

WOOD (BLOCKING)

WOOD (STUDS, NAILERS)

WOOD (FINISH)

CERAMIC TILE

CAST STONE

CONCRETE MASONRY UNITS

BRICK

CONCRETE

ASPHALT

POROUS FILL

MATERIAL DESIGNATIONS
EARTH

ABOVE FINISHED FLOORAFF

FIRE RETARDANT TREATEDFRT

FIELD VERIFYF.V.

RIGID INSULATION

DRAWING INDEX
DRAWING TITLESHT. #

O

O

XX

XXXXX

GENERAL:

GI-001 TITLE SHEET
GI-002 GENERAL INFORMATION

ARCHITECTURAL:

AE-101 LEVEL 1 FLOOR PLAN
AE-102 LEVEL 2 FLOOR PLAN
AE-601 LEVEL 1 DOOR SCHEDULE
AE-602 LEVEL 2 DOOR SCHEDULE & DOOR TYPE

#

DRAWINGS REVISION

REVISION NUMBER

 1 1/2" = 1'-0"A4 LOCATION MAP
SCALE: NONE

NORTH



1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21

A

B

C

22 23 24 25 26 27 28 29 30 31 32 33 34 35 36 37 38 39 40 41 42

D

E

F

G

H

I

J

K

L

M

101 102 103 104

109

110

105 106 107 108

111

112

167

138
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154

113155
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115

152
153
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149

151 148

147

129

146

130 131

143

128

127
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125

124123

116

122121
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119

118117

132

165

164
166

163 162

161

160

159

133

134

135
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J
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PANEL "C"

J

4

4

5

4

5

4

J

J

J

J

6

PANEL "A"

P

ALTERNATE #1ALTERNATE #1

1

KEYED NOTES
PROVIDE 120-VOLT POWER CONNECTION TO DOOR MAGNETIC HOLD
OPENS.  PROVIDE CONTROL MODULE AND RELAY FROM FIRE ALARM
SYSTEM TO RELEASE DOORS UPON FIRE ALARM ACTIVATION.  FIELD
VERIFY CONDITIONS AND REQUIREMENTS.  COORDINATE WITH DOOR
HARDWARE INSTALLER.

2#12 CU AND 1#12 CU GROUND IN 0.75-INCH CONDUIT TO NEW 20A/1P
BREAKER IN PANEL "C"

PROVIDE 1 EACH NEW 20A/1P BREAKERS IN EXISTING PANEL "C".  FIELD
VERIFY PANEL TYPE AND PROVIDE MATCHING BREAKERS.

PROVIDE 120-VOLT POWER CONNECTION TO ELECTRIC DOOR
HARDWARE  COORDINATE REQUIREMENTS WITH DOOR HARDWARE
INSTALLER.

2#12 CU AND 1#12 CU GROUND IN 0.75-INCH CONDUIT TO NEW
20A/1P BREAKER IN PANEL "A"

PROVIDE 2 EACH NEW 20A/1P BREAKERS IN EXISTING
PANEL "A".  FIELD VERIFY PANEL TYPE AND PROVIDE MATCHING
BREAKERS.

2

3

4

5

6

SYMBOL KEY
LOCATION OF ACTUATOR FOR AUTOMATIC DOOR OPERATOR.

LOCATION OF PEDESTAL ACTUATOR FOR AUTOMATIC DOOR
OPERATOR.P
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AE-101
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 1/16" = 1'-0"A1 LEVEL 1 PLAN
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101 EXISTING H-48

DOOR SCHEDULE
M

AR
K

#
SIZE

WIDTH HGT

DOOR

MATERIAL
THK

TYPE LABEL THRESHOLD DETAIL

* IT IS THE CONTRACTORS RESPONSIBILITY TO FIELD VERIFY ALL DIMENSIONS *

HEAD DETAIL

FRAME/OPENING

TYPEFINISH MATERIAL JAMB(R) DETAIL JAMB(L) DETAIL H
D

W
RSIGNAGE REMARKS

NONE
102
103
104
105
106
107
108

* 109
* 110
* 111
* 112

113
114
115
116
117
118
119
120
121
122
123
124
125
126
127
128
129
130
131
132
133
134
135
136
137
138
139
140
141
142
143
144
145
146
147
148
149
150
151
152
153
154
155
156
157
158
159
160
161
162
163
164
165
166
167
168

ADA DOOR

3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal

3'-0" PAIR 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" PAIR 7' -0" 1-3/4" Hollow Metal

4'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal
4'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" PAIR 7' -0" 1-3/4" Hollow Metal
3'-0" 7' -0" 1-3/4" Hollow Metal

None Paint
None Paint
None Paint
None Paint

20 MIN. Paint
20 MIN. Paint

20 MIN. Paint

20 MIN. Paint

1 1/2 HR. Paint
Paint
Paint
Paint

20 MIN. Paint

20 MIN. Paint

20 MIN. Paint

20 MIN. Paint

None Paint
1 1/2 HR. Paint

None Paint
20 MIN. Paint

H-47NONE
H-47NONE
H-47NONE
H-49NONE ADA DOOR.
H-47NONE
H-47NONE
H-47NONE
H-01NONE
H-02NONE
H-01NONE
H-02NONE

NONE
H-46NONE
H-03NONE
H-45NONE

NONE
H-45NONE
H-04NONE
H-05NONE
H-45NONE
H-45NONE
H-45NONE
H-45NONE
H-05NONE
H-45NONE
H-06NONE
H-07NONE
H-45NONE
H-08NONE
H-08NONE
H-09NONE
H-09NONE
H-10NONE
H-10NONE
H-10NONE
H-10NONE
H-11NONE
H-07NONE

H-13NONE
H-12NONE

H-13NONE
H-14NONE

H-15NONE
H-08NONE
H-16NONE
H-17NONE
H-18NONE
H-19NONE
H-12NONE
H-20NONE
H-20NONE
H-21NONE
H-22NONE
H-23NONE
H-24NONE
H-25NONE
H-26NONE
H-27NONE

NONE
NONE
NONE
NONE
NONE
NONE
NONE

H-28NONE
H-12NONE

EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTINGEXISTING
EXISTINGEXISTING

EXISTING EXISTING
EXISTINGEXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTINGEXISTING

EXISTING EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTINGEXISTING
EXISTING
EXISTING
EXISTING
EXISTING
EXISTINGEXISTING
EXISTINGEXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTINGEXISTING
EXISTINGEXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTINGEXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

H-27
H-27
H-27
H-27
H-27
H-27
H-27

REPAINT DOOR/FRAME/ & ASTRAGAL.  PATCH EXISTING HOLES IN FRAME

REPAIR EDGE OF PLASTIC LAMINATE DOOR

A
A
A
A

C
C

A

A

B
B
B
B

D

A

A

C

A
D

A
A

INSULATED DOOR - BID AS PART OF ALTERNATE #1

1 1/2 HR.
1 1/2 HR.
1 1/2 HR.

INSULATED DOOR - BID AS PART OF ALTERNATE #1
INSULATED DOOR - BID AS PART OF ALTERNATE #1
INSULATED DOOR - BID AS PART OF ALTERNATE #1

BID AS PART OF ALTERNATE #1

BID AS PART OF ALTERNATE #1

H-45

H-45
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201 EXISTING

DOOR SCHEDULE

M
AR

K

#
SIZE

WIDTH HGT

DOOR

MATERIAL
THK

TYPE LABEL THRESHOLD DETAIL

* IT IS THE CONTRACTORS RESPONSIBILITY TO FIELD VERIFY ALL DIMENSIONS *

HEAD DETAIL

FRAME/OPENING

TYPEFINISH MATERIAL JAMB(R) DETAIL JAMB(L) DETAIL H
D

W
RSIGNAGE REMARKS

NONE
202
203
204
205
206
207
208
209
210
211
212
213
214
215
216
217
218
219
220
221
222
223
224
225
226
227
228
229
230
231
232
233
234
235
236
237
238
239
240
241
242
243

3'-0" 7' -0" 1-3/4" Hollow Metal
3'-0" 7' -0" 1-3/4" Hollow Metal
3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

3'-0" 7' -0" 1-3/4" Hollow Metal

20 MIN. Paint
20 MIN. Paint
None Paint

20 MIN. Paint

20 MIN. Paint

NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE
NONE

NONE
NONE

NONE
NONE

EXISTING
EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING
EXISTING
EXISTINGEXISTING
EXISTINGEXISTING

EXISTING EXISTING
EXISTINGEXISTING
EXISTING
EXISTING

EXISTING
EXISTING

NO DOOR
EXISTING

NO DOOR
EXISTING
EXISTING
EXISTING

EXISTING
EXISTING

EXISTING EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTINGEXISTING

EXISTING

EXISTING
EXISTINGEXISTING
EXISTINGEXISTING

EXISTING
EXISTING

EXISTING
EXISTING

EXISTING

EXISTING
EXISTING

EXISTING

EXISTING

EXISTING

EXISTING
EXISTING

EXISTING

EXISTING

EXISTINGEXISTING

EXISTINGEXISTING

3'-0" 7' -0" 1-3/4" Hollow Metal 20 MIN. Paint EXISTING

NO DOOR

NO DOOR

NO DOOR

NO DOOR

NO DOOR

NO DOOR

H-14
H-45
H-18
H-29
H-18
H-30
H-31
H-45
H-45
H-30
H-04
H-32
H-33
H-33
H-33
H-34
H-45
H-34
H-34
H-14

H-35
H-36
H-38

H-37
H-39
H-40
H-47
H-47
H-07
H-45

H-41
H-17
H-41
H-45
H-42

H-45
H-43
H-44

CONTRACTOR TO SAND FINISH & PATCH DOORS

CONTRACTOR TO SAND FINISH & PATCH DOORS

PAINT DOOR & FRAME

A

A
A
A

A

A

6"
8"

3'
 - 

0"
8"

HOLLOW
METAL DOOR

GLAZING - SEE
GENERAL

NOTES FOR
GLASS TYPE

"A" "B"

HOLLOW
METAL DOORS

- SEE SPEC.

1' - 8"

3'
 - 

0"

"C"

2' - 7"

3'
 - 

0"

"D"

INSULATED ON
DOORS 109, 110,
111, & 112

GLAZING - SEE
GENERAL NOTES
FOR GLASS TYPE
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LEVEL 2 DOOR
SCHEDULE &
DOOR TYPES

AE-602

 3/8" = 1'-0"
DOOR TYPESD1

GENERAL NOTES
1. ALL NEW DOOR LITES SHALL BE A MIN. OF 1/4" POLISHED WIRE GLASS

(SQUARE PATTERN).


